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April 30,2000 

Ms. Erin Rednour 
Illinois Environmental Protection Agency BOW 
Compliance Assurance Section. #I9 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

SUBJECT: 

Dear Ms. Rednour: 

Storm Lagoon Dischasrge 002 Excursion 

United Water Servlcca 
PWWTF 

€05 South Fmnt Street 
PekJn. Illinois 6155KB83 
telephone 3Z3477-m 
facsimikJ33547-3293 

emaD dgasper@umervices.mrn 

Please be advised that on April 20, 2000 the Pekin Wastewater Treatment Facility had an 
excursion for fecal coliform. The result was 12000 N/lOOML and the permit limit is 400 N/100 
m. 
The turbidity of the water remained high throughout the overflow that caused a high demand 
on the chlorine. The chlorine feed rate was set at 360 pounds and the highest chlorine residual 
rea& was 0.08 m g .  This certainly was not enough to get the proper fecal coliform kill 
necessary to meet permit conditions. 

If you have any questions please contact me at (309) 477-2333. 

CC Scott Estelle 
Rosy Graham 
File 

IEPA - 264 



May 10,2000 

Ms. EM Rednour 
Illinois Environmental Protection Agency 
Bureau of Water 
Compliance Assurance Section, #19 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

SUBJECT 

Dear Ms. Rednour: 

Please be advised that on May 8 the Pekin Wastewater Treatment Facility had an excursion for 
fecal coliform. The result was 800 N/lW h4L and the pennit condition is 400 N/lOOML. 

The excursion was due to high chlorine demand during the first hour and a halfbefore 
midnight. The Operational staff responded to the call out for high flow alarm at 10:30 p.m. 
The representative sample for the date ofthe storm overflow was taken at 11:58 PM (or before 
the next day) and the chlorine residual was 0.28 mgh 
Another sample was taken on May 9 at 1:55 AM with a chlorine residual of 1.82 mgA and the 
fecal coliform result was 10 N/lOOML, well within permit conditions. 

Storm Lagoon Dlschasrge 002 Excursion 

If you any questions pl e contact me at (309) 477-2333 A@ 

Project Manager 

Cc Scott Estelle 
Rosy Graham 
File 

IEPA - 231 



P-07148 
United Water Servlces 

PWW TF 
E6 South Front Street 

Pekin, Illinois 615550885 
telephone 304477-2333 
facsimile 3043475298 

e-mail dgasper@uwseNices.com 

Unitedwater " 

5, 
/ 
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July 3 1,2000 

Ms. Erin Rednour 
Illinois Environmental Protection Agency BOW 
Compliance Assurance Section. #I 9 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

SUBJECT: 

Dear Ms. Rednour: 

Storm Lagoon Dischasrge 002 Excursion 

Please be advised that on July 30,2000 the Pekin Wastewater Treatment Facility had an 
excursion for fecal coliform. The result was 9999 NhOOML and the permit limit is 400 NDOO 
ML. 

The turbidity of the water remained high throughout the overflow that caused a high demand 
on the chlorine. The chlorine feed rate ranged From 260-300 pounds and the highest chlorine 
residual reading was 0.19 mg/l. This certainly was not enough to get the proper fecal coliform 
kill necessary to meet permit conditions. 

me at (309) 477-2333, 

--._ ,. 

Project Manager 

Cc Scott Estelle 
Rosy Graham 
File 



Lc. Unitedwater Bq 
3 ,  

P-07158 

United Water SeNker 
PWW TF 

8)6 SoUm Front Street 
Pekin, Illinois 61980883 
telephone 309-477-2533 
facsimile -7- 

e-mail dgasper@uwseNiceS.com 

August 1,2000 

Ms. Erin Rednour 
Illinois Environmental Protection Agency BOW 
Compliance Assurance Section. #19 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

SUBJECT: 

Dear Ms. Rednour: 

Storm Lagoon Dischasrge 002 Excursion 

Please be advised that on July 31,2000 the Pekin Wastewater Treatment Facility had an 
excursion for fecal coliform for the above storm lagoon overflow. The result was 9999 
N/lOOML and the permit limit is 400 N/100 ML. 

The chlorine feed rate was 300 pounds/ 24 hours and the highest chlorine residual reading was 
0.08 mg/l. The excursion most likely was due to the following: 

9 Turbidity of the water 
Not enough detention time to increase the level of chlorine residual 

The amount of overflow for this period was 48,000 gallons and a sample had to be taken before 
the overflow stopped. 

If you have any questions please contact me at (309) 477-2333. 

- /  Project Manager 

Cc Scott Estelle 
Rosy Graham 
File 



P-07209 
United Water Services 

PWW TF 
606 South Front Street 

PO BOX 883 
Pekin, Illinois 615650883 
telephone 203-477-2333 
facsimile ?Q3-347-3= 

e-mail dgasper@uwseNices.wm 

September 21,2000 

Ms. Erin Rednour 
State of Illinois Environmental Protection Agency 
Bureau of Water 
Compliance Assurance Section, #19 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

Re: City of Pekin, Illinois 
NPDES #LO034495 
Fecal Coliform Excursion Storm Lagoon Discharge 002 

Dear Ms. Rednour: 

Please be advised on September 20,2000 the Pekin Facility experienced an excursion 
for fecal coliform for the above discharge. The result was 3290 N/lOOML and the per- 
mit condition is 400 N/lOOML. 

Even though the chlorine residual was 1.70 mg/l (permit condition 2.0 mg) at time of 
the sample this was not enough to meet permit conditions for the fecal coliform. The 
quality of the water and possibly not enough time for the chlorine to produce the ac- 
ceptable fecal coliform destruction accounted for the excursion. 

If you have any questions contact me at (309) 477-2333 

/ Y Project Manager 

Cc: Rosy Graham 
Mike Link 
File 



September 26,2000 

United WaterServices p-07210 
PWW TF 

sc6 South Front Street 
PO 00x883 

Pekin, Illinois 6155M)883 
telephone 3CB4T7-2223 

e-mail dgasper@uwservlces.can 
facsimile 3093473298 ' 

Ms. Erin Rednour 
Illinois Environmental Protection Agency 
Bureau of Water 
Compliance Assurance Section, #19 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

Re: Fecal Coliform Excursion Storm Lagoon 002 Discharge 

Dear Ms. Rednour: 

Please be advised that on September 24 the Pekin Facility had a fecal coliform 
excursion for Discharge 002. The result was 9999 N/lOOML and the permit condition is 
400 N/lOOML. 

The maximum chlorine residual that was achieved was only 0.04 mdl,  which was not 
enough to achieve fecal coliform destruction. I had to take a sample at this point due to 
the fact that the flow was about to stop discharging. 

Ifyou have any questions contact me at (309) 477-2333 

Project Manager 

CC: Rosy Graham 
Mike Link 
File 
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United Water 

April 9,2001 

Ms. Erin Rednour 
IEPA/Bureau of Water 
Compliance Assurance Section, #19 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

SUBJECT Storm Lagoon Discharge 002 
Fecal Coliform Excursion 
City of Pekin, Illinois NPDES #IL0034495 

Dear Ms. Rednour: 

P-07410 
United Water Services 

P W W  TF 
606 South Front Stre& 

POBOX883 
P&in. Illinois 615550883 
telephcne 309-477-2333 
facsimile 304347-3298 

email d g a s p = r @ M c s c m l  

Please be advised that on April 5,2001 the Pekin Wastewater Treatment Facility had an 
excursion for fecal coliform for the storm lagoon discharge 002. The result was 9999 
(#)/lo0 ML and the permit condition is 400 (#)/loom. 

At the time of the sample, the chlorine residual was 1.22 mg/l and the instantaneous 
flow was 3.67 million gallons, but the quality of the water was very dark and dirty 
looking. Although the chlorine residual was in acceptable range, it was not enough to 
achieve permit conditions due to the quality of the water. 

Ifyou have any questions please contact me at (309) 477-2333. 

v Project Manager 

Cc RosyGraham 
Mike Link 
File 



United Water 
./- 

p-07409 
United Water Services 

P W  TF 
506 South Front Stnet 

PO Box883 
Pekin, Illinois 6155M188J 
telephone 509477-233 
facsimile3043473298 

e-mail dgasper@unsewies.com 

April 12,2001 

Ms. Erin Rednour 
IEPAlBureau of Water 
Compliance Assurance Section, #19 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

SUBJECT: Storm Lagoon Discharge 002 
Fecal Coliform Excursion 
City of Pekin, Illinois NPDES #LO034495 

Dear Ms. Rednour: 

Please be advised that on April 10, 2001 the Pekin Wastewater Treatment Facility had 
an excursion for fecal coliform for the storm lagoon discharge 002. The result was 9999 
(#)/lo0 ML and the permit condition is 400 (#) / lOOML.  

At the time of the sample, the flow discharge was 0.14MG, 28O#’s of chlorine feed rate 
to the system and we could not get a chlorine reading. The sample was taken because 
the flow over the weir was slowing down and about to stop. 

On another event on 4/11 the flow was 0.14MG at the time of the sample, 340#’s 
chlorine feed, chorine residual of 0.18 mgA and the fecal coliform was 340 (#)/ 100 ML. 
The quality of the storm water and increase in chlorine feed rate in this event could have 
made the difference of being in or out of compliance. 

If you&e any quenstions please contact me at (309) 477-2333 

Project Manager / 

Cc Rosy Graham 
Mike Link 
File 



United Water 
P-07425 

United Water Services 
PWW TF 

606 South Front Street 
PO BOX 883 

Pekin, Illinois 615650883 
telephone 3ZS477-7-2333 
facsimile 3op3473298 

e-mail dgasper@uwseNices.com 

May 7,2001 

Ms. Erin Rednour 
IEPAlBureau of Water 
Compliance Assurance Section, #I 9 
102 1 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

SUBJECT: Storm Lagoon Discharge 002 
Fecal Coliform Excursion 
City of Pekin, lllinois NPDES #E0034495 

Dear Ms. Rednour: 

Please be advised that on May 6,2001 the Pekin Wastewater Treatment Facility had an 
excursion for fecal coliform for the storm lagoon discharge 002. The result was 9999 
(#)/IO0 ML and the permit condition is 400 (#)/ lOOML. 

At the time of the sample, the flow discharge was 0.29MG, 32OPs of chlorine feed rate 
to the system and we could not get a chlorine reading. The sample was taken because 
the flow over the weir was slowing down and about to stop. 

The excursion was most likely due to the quality of the storm water, which put a high 
demand on the chlorine and a fecal coliform destruction could not be achieved. 

If you have any que&ons plea_se contact me at (309) 477-2333 

- 
Y 

Project Manager 

Cc RosyGraham 
Mike Link 
File 



IEPA-1550 

+G- 
United Water 9q~ United Water Services 

PWW TF 
606 Swth Front Slreel 

PO Box= 
PeMn, nrws 6 ~ s c e a  
telephone 3B477-2333 
hc%imik -7- 

m a i l  dgasper@uwservb.com. 

June 11,2001 

Ms. Erin Rednour 
IEPABureau of Water 
Compliance Assurance Section, #19 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

SUBJECT May Storm Lagoon Discharge 002 DMR 
City of Pekin, Ilhiois NPDES #EO034495 

Dear Ms. Rednour: 

Please be advised that for the above discharge, there were only five flow recordings out 
of seven discharges. The reason for this is that the flow recorder has gone out and a 
new one has been ordered. As soon as the new recorder comes in it will be installed. 

I fyouMe any questionsflease contact me at (309) 477-2333. 

Y Project Manager 

Cc RosyGraham 
Mike Link 
File 



United Wa t er r 

00 I 
P-07537 

United Water SeNiws 
PWWTF 

605 South Front Streat 
PO Box 883 

telephone 305477-2333 
facsimile 309-337-3298 

email don.garper~unitedwater.com 

Pekin, Illinois 615550883 , 

October 23,2001 

Ms. EM Rednour 
EPNBureau of Water 
Compliance Assurance Section, #19 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illhojs 62794-9276 

SUBJECT: Storm Lagoon Discharge 002 
Fecal Coliform Excursion 
City of Pekin, Illiiois NPDES #LO034495 

Dear Ms. Rednour: 

Please be advised that on October 21,2001 the Pekin Wastewater Treatment Facility 
had an excursion for fecal coliform for the storm lagoon discharge 002. The result was 
9999 (#)/lo0 ML and the permit condition is 400 (#)/1OOML. 

The excursion was most likely due to the quality of the storm water, which put a high 
demand on the chlorine and a fecal coliform destruction could not be achieved. We 
were only able to achieve 0.06 mg/l chlorine residual. 

If youhave any questions please contact me at (309) 477-2333. 

Cc RosyGraham 
Mike Link 
File 



IEPA-0025 *&W. ’ 
United Water Semces 

P W T F  
606sOuthF~SLree( 

Pekm, Illinas 615650883 

facslmlle 309-347-3298 

MAY 2 1 2002 W k W  
Unitedwater 

0. 

3o94n-m 

m i  dpn g a s p W m l ~ e r . c m l  

M a y  18,2002 

Ms. Erin Rednour 
IEPA/Bureau of Water 
Compliance Assurance Section, #I9 
1021 North Grand Avenue East 
P.O. Box 19276 
Springfield, Illinois 62794-9276 

SUBJECT Storm Lagoon Discharge 002 
Fecal Coliform Excursion 
City of Pekin, Illinois NPDES #E0034495 P/f 

Dear Ms. Rednour: 

Please be advised that on May 17,2002 the Pekin Wastewater Treatment Facility had 
an excursion for fecal coliform for the storm lagoon discharge 002 during a rainfall 
event. The result was 9999 (#)/I 00 ML and the permit condition is 400 (#)/lOOML. 

When the sample was taken the Illinois River had risen to 24+ feet. At this level the 
river water was backed in to the storm lagoon discharge outfall and we only achieved a 
chlorine residual of 0.04 mgil. These two factors contributed to the fecal coliform 
excursion. 

Ifyou have any questions please contact me at (309) 477-2333. 

- r  
Project Manager 

Cc RosyGraham 
Mike Link 
File 

IEPA - 25 



Un 
United Water Sewices 

PWWTF 
€06 SOUM Front Street 

PO Box 883 
Pekin, Iflmo* 615!&9883 

IE -0022 

tedWater $ge 
O* 

. .  

May 26,2002 

Ms. Erin Rednour 
IEPA/Bureau of Water 
Compliance Assurance Section, #I9 
102 1 North Grand Avenue East 
P.O. Box 19276 
Spring&ld, Illinois 62794-9276 

SUBJECT: Storm Lagoon Discharge 002 
Fecal Coliform Excursion 
City of Pekin, Illinois NPDES #E0034495 - -_ 

Dear Ms. Rednour: 

Please be advised that on May 24,2002 the Pekin Wastewater Treatment Facility had 
an excursion for fecal coliform for the storm lagoon discharge 002 during a rainfall 
event. The result was 9999 (#)/lo0 ML and the permit condition is 400 (#)/lOOML. 

When the sample was taken the Illinois River was at 23+ feet. At this level the river 
water was backed in to the storm lagoon discharge outfall and we only achieved a 
chlorine residual of 0.08 mgil. These two factors contributed to the fecal coliform 
excursion. 

If you have any questions please contact me at (309) 477-2333. 

c/ Project Manager 

Cc RosyGraham 
Mike Link 
File 



United Water 

October 7,2002 

Mr. Jay Balmer 
State of Illinois 
Environmental Protection Agency 
Bureau of Water 
Compliance Assurance Section, #19 
102 1 North Grand Avenue East 
P.O. Box 19276 
Springfield, L. 62794-9276 

SUBJECT: City of Pekin, IL 
NPDES Permit # EO034495 
Storm Lagoon Discharge 002 Excursion 

Dear Mr. Balmer: 

On October 4,2002 the Pekin facility experienced an excursion for the above discharge 
for fecal coliform. The fecal coliform result was 3630 (#)/IO0 ML and the permit 
condition is 400 (#)/lo0 ML. 

The chlorine residual was 0.85 mgh at the time of sample, but this evidently was not 
enough to combat the poor quality and volume of water. If you have any questions 
please contact me at (309) 477-2333. 

Project Manager 

Cc Rosy Graham 
Alice Obrtmann 
File 


